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Executive Summary
With assistance from the Florida Solar Energy Center (FSEC) and its Building America Partnership for Improved Residential Construction (BA-PIRC), Atlantic Housing Partners (AHP) has implemented a high performance, systems-engineered package of measures in the new construction multifamily housing sector in the hot-humid climate zone. This report demonstrates how the initiative achieves Building America (BA) goals of 30%-50% energy savings. In addition, the report discusses the role of utility allowance calculations, used as part of the lowincome housing tax credit process, to value those energy savings.
Results of energy modeling are presented to demonstrate that the specification package achieves 40% energy savings in typical application. Results from Home Energy Rating System (HERS) ratings from more than 1,000 apartment units are included to show consistency of application on a large scale. A primary consistency has been communication of design intent via detailed schematics and step-by-step instructions in construction documents.
In addition, this report describes some successes and challenges with the use of heat pump water heaters (HPWH) on a widespread basis, a key measure toward achieving the documented efficiency. Overall, the information provided in this report is most useful to multifamily developers looking to duplicate success through incorporating energy efficient strategies, and methods to value that efficiency in a rental, rather than homeownership, setting. • Improved occupant health through effective indoor air quality • Higher comfort levels in all rooms throughout the home • Durable and moisture-resistant building designs • Increased builder profitability.
Introduction
This report demonstrates achievement of these goals by documenting efficient multifamily housing that is built cost effectively and on a large scale. While BA has conducted similar efforts for attached housing in hot-dry (Dakin, 2012) , cold (Aldrich, 2012) , and marine (Gordon, 2012) climates, little work has been done to demonstrate achievement of BA goals in this housing sector in hot-humid climates. The report presents results of energy modeling that document typical performance of the specification package, along with Home Energy Rating System (HERS) ratings conducted on a large scale to show consistency of application. A key aspect of this research includes how efficiency packages can be optimized in the context of multifamily rental housing built with low-income housing tax credits. This funding mechanism requires that the total cost of rent plus utilities be capped according to affordability criteria for the region.
Background
In 2003 Much of the early assistance provided to AHP targeted non-energy-related concerns, such as high wintertime indoor humidity and building envelope moisture problems. Measurements at several Florida developments showed a pattern of high indoor humidity levels in some apartments during winter months. The worst problems were found in first floor, north-facing units where low solar loads resulted in the tendency for air conditioning (A/C) capacity to be oversized. Assistance with A/C sizing procedures led to an improved match with cooling loads, which varied widely by apartment size, orientation, and location in the two-to three-story designs. Initial results yielded a size reduction of roughly 1-ton per apartment at one development. Additional modifications to address the problem included addition of an outside air duct providing 30 to 75 CFM (depending on apartment size) of supply ventilation to the return plenum during space conditioning operation. The team also added utilities and space clearance to allow for addition of a supplemental dehumidifier (if needed). A schematic of the air handler closet incorporating these features is shown in Figure 2 . FSEC and its partners have successfully used this mechanical ventilation strategy, involving the intermittent introduction of limited quantities of conditioned outside air, on thousands of homes to accomplish a number of objectives (Chandra, et al 2008) . This feature was subsequently added as a standard feature in AHP construction, and no moisture-related complaints have been reported since these modifications were implemented. 
Energy Efficiency Specifications
Development of the High Performance Package
One of the first steps to enhancing the performance of AHP multifamily units was revision of a duct sealing procedure and incorporation into the mechanical plan section of construction documents. This included step-by-step procedures (see Appendix A) on the use of foil tape, mastic, glass fab mesh, duct board components, and flex duct take-offs, as well as guidance on sealing interfaces between ducts and drywall. As shown in Figure 2 , proper air sealing practices during construction are particularly important where ducts are located between living spaces with limited access on the first and second floors. Ducts in third floor units are located in the vented attic. Duct testing results from over 900 units showed average leakage to out (Qn) of 0.04 or 4 CFM per 100 ft 2 of floor area. Limited random duct testing performed on AHP construction prior to these advancements revealed that many units were already meeting high performance leakage targets of 3 to 6 CFM per 100 ft 2 , but occasional outliers had much higher leakage rates. New procedures implemented on current construction have all but eliminated the high leakage outliers.
The team performed analysis to show the relative energy savings of various potential enhancements in a typical AHP dwelling unit. At the time of construction, AHP developments were built with a roughly even mix of all-electric and gas-electric utilities. Figure 3 shows the resulting savings from various measures in a typical top-floor, three-bedroom apartment at a development with both electric and gas utilities. Measures added to AHP's standard construction included radiant barrier, programmable thermostats, and ENERGY STAR appliances. The more costly improvements, such as improved water heating and enhanced A/C efficiency, were not implemented initially. For some of AHP's developments, incentives from the natural gas utility encouraged the use of multiple gas appliances including oven/range, dryer, hot water and space heating. FSEC and AHP began investigating a change from standard tank gas water heaters with an energy factor (EF) of 0.62 to tankless gas with an EF of 0.82. AHP had already made hydronic space heating sourced from the water heater a common practice in developments where gas was present. A side-by-side field comparison of tank and tankless gas water heaters conducted by FSEC in 2009 showed a 20% measured savings for the tankless unit. This upgrade was never implemented on a large scale, for even with the utility incentives, the cost was considered prohibitive by the developer.
Estimated Annual Savings
Enhancement of the High Performance Package
AHP primarily builds projects with funding through low-income housing tax credits, which require limiting the total cost of rent plus utilities to specified amounts according to affordability criteria for the project's region. The allowance for each apartment's utility cost is typically estimated by local housing authorities, or a utility company, based on comparable properties. In 2010, a simulation-based alternative was introduced by the funding agency enabling customized energy cost estimates that account for energy efficiency measures that may not be present in otherwise comparable properties. Reduced annual energy use projected by the simulation alternative provides the basis for lower monthly utility allowances. It also provides a corresponding increase in income for the developer, given that total cost paid by the tenant remains fixed.
The new incentive offered by simulation-based utility allowances caused AHP to re-examine the cost effectiveness of further efficiency upgrades. The wider availability of heat pump water heaters (HPWH) offered by AHP's primary appliance supplier and analysis by FSEC showing greater savings with an all-electric design resulted in the developer suspending construction of properties with gas utilities. The enhanced, all-electric package also included a 15 SEER heat pump and progressively greater amounts of fluorescent lighting. Table 1 shows the details of this package including average performance testing results and HERS Indices from 1,086 of their most recently constructed units. The number one complaint from tenants was the noise level generated by the evaporator fan. This problem was sufficient in some cases such that the heat pump feature was overridden by community management by placing the unit in standard heating mode. Standard mode is the least efficient setting where heating is provided via the electric resistance element as in a standard electric water heater. These cases were found primarily to exist in apartments where the HPWH was located in an interior closet where sound transmission is largely unimpeded. Many Atlantic apartment units use an exterior closet accessible from a common breezeway for easy maintenance, and this layout generated far fewer complaints. A plan view of these two installation scenarios is illustrated in Figure 4 . The overall experience with HPWH has been positive, and AHP continues to install them on a large scale except where floor plans place the unit inside the apartment, especially in proximity to bedroom areas. Standard electric water heaters are used in these cases, which exist on a limited basis. 
BEopt Analysis
There are a limited number of apartment styles produced by AHP, and the majority of them are single-level units grouped in three-story buildings. Variations in home energy rating results were noted between floor levels, with the best scores occurring at the bottom level and the worst scores at the top level. This variation was also noted during analysis with BEopt E+ 1.4 with the lower and middle floor showing greater savings than the top floor. The primary drivers of this phenomenon are thought to be the additional ceiling cooling load and higher duct leakage to the Heat Pump Water Heater Locations outside present in third floor units, which are not present on lower building levels. Ground coupling of the slab seems to provide benefit to first floor units compared to second floor units.
A typical two-bedroom unit was chosen for analysis, as this apartment style occurs frequently in AHP developments. The results in Table 2 and Figure 5 reflect savings over the adjusted BA Benchmark (Hendron, 2010) , which results from the specifications in Table 1 (Section 3.1). Two equipment items (fluorescent lighting and water heating) were found to vary between construction projects. HPWHs are being specified on all new Atlantic projects, but one 90-unit project used standard electric tank water heaters instead. Fluorescent lighting was used only sparingly in the past (lighting roughly 10% of floor area), but Atlantic has experimented with higher levels on new projects and is now specifying 80%-100% fluorescent lighting as standard.
There was a natural variation in duct and envelope tightness; however, on average, these measures were found to be adequate for high performance construction in central Florida.
Results compiled from 1,086 rated units yielded an average HERS Index of 59.2 and ranged from a low of 51 to a high of 77. Figure 6 illustrates the HERS Index variation between 934 fully rated units. One development of 152 units was removed from this chart, as these units underwent "Class 2" Florida ratings. A Class 2 Florida rating consists of an on-site audit to verify construction features and equipment efficiencies. This "audit-only" type of rating requires no duct or envelope performance testing. Instead, it assumes relatively large default leakage values, which resulted in a HERS range of 63 to 77. Performing full energy ratings on these units (including duct and envelope testing) would likely have resulted in HERS values similar to the remaining apartment sample. Removing the Class 2 ratings from the sample yields an average HERS of 57.6 (range 51 to 68), which should represent the average rating for the high performance set of specifications implemented by AHP. 
Conclusions
AHP has made progressive strides to improve the efficiency and durability of their multifamily developments. Recent improvements, such as HPWHs and 15 SEER heat pumps, enable Atlantic's new construction units to achieve 40% energy savings above the BA Benchmark, correlating to HERS Indices in the 50s and 60s. The commercial viability of the high performance specification package is demonstrated through its incorporation across AHP's entire portfolio, in over 1000 units. This viability is made possible, in part, due to a simulation-based method for calculating utility allowances used by developments funded by low-income housing tax credits. The simulation-based method assigns value to the energy savings, which are returned to the developer through increased revenue. Tenants benefit from enhanced humidity control, comfort and indoor air quality resulting from a systems-engineered package which includes right-sized HVAC systems, mechanical ventilation, and performance testing of duct and envelope leakage to manage uncontrolled air flow.
One component of the package, the HPWH, did prove problematic in certain installations. A survey conducted with managers at seven communities yielded positive feedback overall regarding the success of installing HPWHs over standard electric units; however, some noise complaints were received. Steps to resolve those noise complaints have been taken, along with steps to prevent them in the future. Through the installation of nearly 1,000 HPWHs at nine communities, AHP learned that occupants accept the units, and maintenance is manageable. Hence, AHP plans to continue installing HPWHs on a large scale.
